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PDA NO.4  CMS ISO MOD and CFP CONNECTOR ASSIGNMENTS

CFP Connector CMS Isolation Module
PIN FUNCTION           PIN     PIN FUNCTION             SOURCE

1 PDM  Addr 1 I N 1 2 PDM  Addr 1 OUT CEX - 4
2 PDM  Addr 2 I N 3 4 PDM  Addr 2 OUT CEX - 3
3 PDM  Addr 3 I N 5 6 PDM  Addr 3 OUT CEX - 2
4 PDM  Addr 4 I N 7 8 PDM  Addr 4 OUT CEX - 1
5 PXDA  Addr  1 I N 9 10 PXDA1 Select OUT CEA - 9
6 PXDA  Addr  2 I N 11 12 PXDA2 Select OUT CEB - 9
7 PXDA  Addr  3 I N 13          14 PXDA3 Select OUT CEC - 9
8 NA 15 16 PXDA4 Select OUT CED - 9
9 NA 17 18 PXDA5 Select OUT CEE - 9
10 Data  1 I N 19 20 Data  1 OUT CEX - 15
11 Data  2 I N 21 22 Data  2 OUT CEX - 14
12 Data  3 I N 23 24 Data  3 OUT CEX - 13
13 Data  4 I N 25 26 Data  4 OUT CEX - 12
14 Data  5 I N 27 28 Data  5 OUT CEX - 11
15 Data  6 I N 29 30 Data  6 OUT CEX - 10
16 Data  7 I N 31 32 Data  7 OUT CEX - 22
17 Data  8 I N 33 34 Data  8 OUT CEX - 21
18 CLOCK I N 35 36 CLOCK OUT CEX - 20
19 ENABLE I N 37 38 ENABLE OUT CEX - 19
20 CLEAR I N 39 40 CLEAR OUT CEX - 18
21 Dim Control I N 41 42 Dim Control OUT CEX - 17
22 NA 43 44 NA
23 NA 45 46 NA
24 NA 47 48 NA
25 NA 49 50 NA
26 NA 51 52 NA
27 PXDA LATCH   OUT 53 54 PXDA 1 LATCH I N CEA - 24
28 TEST REQUEST 55 56 PXDA 2 LATCH I N CEB - 24
29 NA 57 58 PXDA 3 LATCH I N CEC - 24
30 NA 59 60 PXDA 4 LATCH I N CED - 24
31 NA 61 62 PXDA 5 LATCH I N CEE - 24
32 NA 63 64 NA
33 NA
34 EXT +12 VDC 65 66 CMS +24 VDC TB 3 / 1
35 EXT -12 VDC 67 68 CMS +24 VDC TB 3 / 1
36 EXT VDC GND 69 70 CMS VDC GND TB 3 / 3
37 EXT VDC GND 71 72 CMS VDC GND TB 3 / 3

NOTE: 1.  The  CMS Isolation Module's PC socket connector pin location shall be positioned as viewed from the PDA No.4 front.
2.  The CMS Isolation Module's card connector shall be keyed between pins 8 and 9.

DEFINITIONS: PDM Addr 1 -  Pixel Driver Module Address Line 1.
PXDA Addr 1 -  Pixel Driver Assembly Address Line 1.
CEX - 6 -  Assigned to all 5 CE Connectors Pin 6.
TB 3 / 1 -  Terminal Block 3 Position No.1.
Dim Control -  Dimmer Control.
PXDA 1 Select -  PXDA  No.1 Select Line.
I N -  Into Module and/or Connector.
OUT -  Out from Module and/or Connector.
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